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due to visual or audio distractions or an intentionally con­
founded egress path, or is not readily available because of the
mode of conveyance through the building or structure.

SPECIAL INDUSTRIAL EXPLOSIVE DEVICE. See Sec­
tion 3302.1.

SPRAY BOOTH. See Section 1502.1.

SPRAY ROOM. See Section 1502.1.

SPRAYING SPACE. See Section 1502.1.

[B] STAIR. See Section 1002.1.

[B] STAIRWAY. See,Section 1002.1.

[B] STAIRWAY, EXTERIOR. See Section 1002.1.

[B] STAIRWAY, INTERIOR. See Section 1002.1.

[B] STAIRWAY, SPIRAL. See Section 1002.1.

STANDPIPE SYSTEM, CLASSES OF. See Section 902.1.

Class I system. See Section 902.1.
Class II system. See Section 902.1.
Class ill system. See Section 902.1.

STANDPIPE, TYPES OF. See Section 902.1.

Automatic dry. See Section 902.1.
Automatic wet. See Section 902.1.
Manual dry. See Section 902.1.
Manual wet. See Section 902.1.
Semiautomatic dry. See Section 902.1.

[BI STATE-OWNED/LEASED BUILDING. A building or
portion of a building that is owned, leased or r~nted ~y the
state. State-leased buildings shall include all requzred exzts to a
public way serving such leased area or space. Portions ofstate­
leased buildings that are not leased or rented by the state shall
not be included within the scope ofthis section unless such por­
tions present an exposure hazard to the state-leased area or
space.

STATIC PILES. See SectionI902.1.

STEEL. Hot- or cold-rolled as defined by the California
Building Code.

STORAGE, HAZARDOUS MATERIALS. See Section
2702.1.

SUPERVISING STATION. See Section 902.1.

SUPERVISORY SERVICE. See Section 902.1.

SUPERVISORY SIGNAL. See Section 902.1.

. SUPERVISORY SIGNAL-INITIATING DEVICE. See
Section 902.1.

SYSTEM. See Section 2702.1.

TANK. A vessel containing more than 60 gallons (227 L).

TANK, ATMOSPHERIC. See Section 2702.1.

TANK, PORTABLE. See Section 2702.1.

TANK, PRIMARY. See Section 3402.1.

TANK, PROTECTED ABOVE GROUND. See Section
3402.1.

TANK, STATIONARY. See Section 2702.1.
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TANK VEHICLE. See Section 2702.1.

TENT. See Section 2402.1.

[BI TERMINALLY ILL. As termed for an individual, means
the individual has a life expectancy of six months or less as
stated in writing by his orher attendingphysician and surgeon.

THEFT RESISTANT. See Section 3302.1.

THERMAL INSECTICIDAL FOGGING. See Section
1702.1.

TIMBER and LUMBER PRODUCTION FACILITIES.
See Section 1902.1.

TIRES, BULK STORAGE OF. See Section 902.1.

TOOL. See Section 1802.1.

TORCH-APPLIED ROOF SYSTEM. See Section 2602.1.

TOXIC. See Section 3702.1.

TRANSVERSE FLUE SPACE. See Section 2302.1.

TRASH. See "Rubbish."

TROUBLE SIGNAL. See Section 902.1.

UNAUTHORIZED DISCHARGE. See Section 2702.1.

UNSTABLE (REACTIVE) MATERIAL. See Section
4302.1.

Class 4. See Section 4302.1.
Class 3. See Section 4302.1.
Class 2. See Section 4302.1.
Class 1. See Section 4302.1.

UNWANTED FIRE. A fire not used for cooking, heating or
recreational purposes or one not incidental to the normal opera­
tions of the property.

USE (MATERIAL). See Section 2702.1.

VAPORPRESSURE. See Section 2702.1.

VISIBLE ALARM NOTIFICATION APPLIANCE. See
Section 902.1.

WATER-REACTIVE MATERIAL. See Section 4402.1.

Class 3. See Section 4402.1.
Class 2. See Section 4402.1.
Class 1. See Section 4402.1.

WET-CHEMICAL EXTINGUISHING AGENT. See Sec­
tion 902.1.

[B] WINDER. See Section 1002.1.

[BI WINERY CAVES. A subterranean spa~e for wineryfaci!i­
ties in natural or manmade caves shall be m accordance wzth
the California Building Code, Section 436. Winery caves have
a floor level used for human occupancy more than 30 feet
(9144 mm) below the lowest level ofexit discharge.

WIRELESS PROTECTION SYSTEM. See Section 902.1.

WORKSTATION. See Section 1802.1.

ZONE. See Section 902.1.
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