
It FiRE DAMPER. See Section 702.1.

[F] FIRE DETECTOR, AUTOMATIC. See Section 902.1.

LA FlIRE DISTRICT. Any portion of the City of Los Angeles as
t~ described in Chapter 72 of this Code.

FIRE DOOR. See Section 702.1.It FIRE DOOR ASSEMBLY. See Section 702.1.

FJIRE EX][T HARDWARE. See Section 1002.1.

[F] FIRE LANE. A road or other passageway developed to
allow the passage of fire apparatus. A fire lane is not necessar­
ily intended for vehicular traffic other than fire apparatus.

_ FIRE PARTITION. See Section 702.1.

- FJIRE PROTECTION RATING.. See Section 702.1.

[F] FJIRE}PROTECTION SYSTEM. See Section 902.1.

FIRE lRESJl:STANCEo See Section 702.1.

F][RE-RES][STANCE RATING. See Section 702.1.

FlIRJE-lRESJISTANT JOINT SYSTEM. See Section 702.1.

FIRE-RETARDANT TREATED WOOD [SFMj is any wood
product impregnated with chemicals by a pressure process or
other means during manufacture, and which, when tested in
accordance with ASTM E 84-05 for a period of 30 minutes,
shall have aflame spread ofnot over 25 and show no evidence
ofprogressive combustion. In addition, theflame front snall not

_ progress more than 1OJ/2feet (3200 mm) beyond the center line
• ofthe burner atany time during the test. Materials that may be

exposed to the weather shall pass the accelerated weathering
test and be identified as Exterior type, in accordance with
ASTMD 2898-94 andASTM D 3201-94. Where material is not
directly exposed to rainfall but exposed to high humidity condi­
tions, it shall be subjected to the hygroscopic test and identified
as Interior Type A in accordance with ASTM D 2898-94 and
ASTM D 3201-94. .

All materials shall bear identification showing the fire per­
formance rating thereof Such identifications shall be issued by
an approved agency having a service for inspection ofmateri­
als at the factory.

Fire-retardant-treated wood shall not be construed as
_ "noncombustible."

_ [F] F1LRJE SAFETY FUNCTIONS. See Section 902.1.

FlIRJE SEPARATION DISTANCE. See Section 702.1.

FJIRE WALL. See Section 702.1.

F][RJE WINDOW ASSEMBLY. See Section 702.1.

_ FJIREBLOCKING. See Section 702.1.

- FIREPLACE. See Section 2102.1.

FIREPLACE THROAT. See Section 2102.1.

FlIREWORKS~ See Section 307.2.

FJrRJEWORKS, 1.3G. See Section 307.2.e FIREWORKS, lAG. See Section 307.2.

FLAME SPREAD. See Section 802.1.

FLAME SPREAD INDEX. See Section 802.1.
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[F] FLAMMABLE GAS. See Section 307.2.

[F] FLAMMABLE LIQUEFIED GAS. See Section 307.2.

[F] FLAMMABLE LIQUID. See Section 307.2.

Class IA. See Section 307.2.

Class lB. See Section 307.2.

Class IC. See Section 307.2.

[F] FLAMMABLE MATERIAL. See Section 307.2.

[t] FLAMMABLE SOLID. See Section 307.2.

[F] FLAMMABLE VAPORS OR FUMES. See Section
415.2.

[F] FLASH POINT. See Section 307.2.

FLEXURAL LENGTH. See Section 1808.1.

FLOOD OR FLOODING. See Section 1612.2.

FLOOD DAMAGE-RESISTANT MATERIALS. See Sec­
tion 1612.2.

FLOOD HAZARD AREA. See Section 1612.2.

FLOOD HAZARD AREA SUBJECT TO HIGH VELOC­
ITY WAVE ACTION. See Section 1612.2.

FLOOD INSURANCE RATE MAP (FIRM). See Section
1612.2.

FLOOD INSURANCE STUDY. See Section 1612.2.

FLOODWAY. See Section 1612.2.

FLOOR AREA, GROSS. See Section 1002.1.

FLOOR AREA, NET. See Section 1002.1.

FLOOR FIRE ;DOOR ASSEMBLY. See Section 702.1.

FLY GALLERY. See Section 410.2.

[F] FOAM-EXTINGUISHING SYSTEMS. See Section
902.1.

FOAM PLASTIC INSULATION. See Section 2602.1.

FOLDING AND TELESCOPIC SEATING. See Section
1002.1.

FOOD COUR1'. See Section 402.2.

FOUNDATION-ONLY PERMIT. A building permit issued LA .

for that portion of a building, which constitutes the footings for t~
the building and which, subject to the approval of the Depart- t~

ment, may include those portions of the building below the LA

grade level. LA

FOUNDATION PIER. See Section 2102.1.

FREE-STANDING PEDESTAL. [DSA-ACj See Chapter
11C, Section 1101C.1.

FULL-TIME CARE. See Section 310.

[F] GAS CABINET. See Section 415.2.

[F] GAS ROOM. See Section 415.2.

[F] GASEOUS HYDROGEN SYSTEM. See Section 420.2.

.GLASS FIBERBOARD. See Section 721.1.1.

GLASS UNIT MASONRY. See Section 2102.1.
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