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SLAB, COMPOSITE STEEL DECK!
CONCRETE 2209.2

SLAB ON GROUND, CONCRETE 1911,
2304.11 .2.3

SLATE SHINGLES 1507.7
SLEEPING ACCOMMODATIONS

(definition) 202, 1107A.19-8, 11028
SLOPE (definition) 202, 1107A. 19-8
SMOKE BARRIERS 709, 716.5.5

Construction 709.4, 909.5
Doors 709.5, 715.4, 909.5.2
Duct penetration 716.5.5
Fire-resistance rating 709.3
Materials 709.2
Openings 709.5,909.5.2
Penetrations 709.6
Required 407.4,408.6
Walls 709.4

SMOKE CONTROL 909
Atrium buildings 404.4
Covered mall building 402.9
High-rise 1020.1.7
Special inspections 1704.14
Stages 410.3.7.2
Standby power systems 2702.2.2
Systems 909
Underground buildings 405.5
Values , 3410.6.10.1

SMOKE DAMPERS 716.2-716.5
Smoke barriers 716.5.4, 716.5.5

SMOKE DETECTORS
Covered mall 907.2.20
Group I occupancies 907.2.15.2
High-rise buildings 403.5, 907.2.12
HPM 415.8.9
Institutional 1-2 .407.6
Motion picture and television production

studio sound stages and approved
production facilities 907.2.24

Multiple-station 907.2.10
Residential aircraft hangars 907.2.21
Residential occupancies 907.2.10.1

Group R-4 907.2.15.3
8FM requirements for single and

multistory buildings 907.2.15.1
Single station 907.2.10
Smoke-activated doors 715.4.7.3
Special amusement buildings 411 .5
Underground buildings 907.2.18

SMOKE EXHAUST SYSTEMS
Underground buildings 405.5, 907.2.18, 909.2

SMOKE PARTITIONS 407.3, 710
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Materials 710.2
Fire-resistance rating 710.3
Continuity 710.4
Openings 710.5
Penetration and joint 710.6
Ducts and air transfer openings 710.7
Smoke and draft control doors 710.5.2

SMOKE VENTS 410.3.7.1,910,1016.2
SMOKEPROOF ENCLOSURES 1020.1.7

Design 909.20
SNOW LOAD 1608

Glazing 2404
SOILS AND FOUNDATIONS Chapter 18

Classification 1802.3
Depth of footings 1805.2
Excavation, grading and fill 1803
Expansive 1802.3.2, 1805.8
Footings and foundations 1805
Footings on or adjacent to slopes 1805.3
Foundation walls 1805.5
Foundations, pile and pier 1808
Grading 1803.3
Investigation 1802
Investigation, pile and pier 1802.2
Investigation, seismic '" .. 1802.2.6,1802.2.7
Load bearing values 1804
Soil boring and sampling 1802.5
Soil lateral load 1610
Special inspection 1704.7
Testing, piles 1808.2.8.3

SOUND TRANSMISSION 1207
SPACE (definition) 202
SPARK ARRESTER 2802
SPECIAL ACCESS LIFT

(definition) 202, 1107A. 19-8, 11028
SPECIAL CONSTRUCTION Chapter 31
SPECIAL INSPECTIONS (see

INSPECTIONS) Chapter 17
Continuous 1702.1
Periodic 1702.1
Statement 1705

SPECIAL PROVISIONS FOR LICENSED
24-HOUR CARE FACILITIES IN A GROUP 1-1,
R-3.1 OR R-4 OCCUPANCY 425

SPECIFIED PUBLIC TRANSPORTATION
(definition) 202, 11028

SPIRAL STAIRS 1009.8
Stages 410.5.3

SPRAY-APPLIED FIRE RESISTANT
MATERIALS 1702.1
Inspection 1704.10
Steel column calculated fire resistance 721.5.2.2
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SPRINKLER SYSTEMS, AUTOMATIC 903
Exempt locations 903.3.1.1
Substitute for fire rating Table 601 (4)
Values 3410.6.17

SPRINKLERS, REQUIRED 903
Aircraft hangars 412.2.6
Aircraft paint hangars 412.4
Atrium building 404.3
Basements 903.2.10.1
Covered mall building ~ 402.8
Garages 406.3.10, 903.2.8
Hazardous occupancies 903.2.4
High-rise buildings 403.2
Incinerator rooms / Table 508.2
Laundry chutes, refuse chutes, termination

rooms and incinerator rooms .. 707.13, 903.2.10.2
Multistory buildings : .903.2.10.3
Spray finishing booth .416.4
Supervision (see SPRINKLERS,

SUPERVISION) 903.4
Underground buildings 405.3

SPRINKLERS, SUPERVISION 903.4
Service 901.6
Underground buildings 405.3

STAGES AND PLATFORMS 410
Alternating tread stairway 410.5.3
Definition 202, 410.2
Dressing rooms .410.5
Egress 410.5.3, 1015.6
Fire barrier wall 410.5.1
Floor finish and floor covering 804.4
Platform, temporary 410.4.1
Platform construction 410.4
Proscenium curtain 410.3.5
Proscenium wall 410.3.4
Roof vents .410.3.7.1
Scenery 410.3.6
Smoke control .410.3.7.2
Sprinkler system, automatic 410.6
Standpipes 410.7
Ventilation .410.3.7

STAIR (definition) 202, 1002.1
STAIRWAY 11338.4

Accessibility 11338.4
STAIRWAY (see ALTERNATING TREAD DEVICES,

STAIRWAY CONSTRUCTION and STAIRWAY
ENCLOSURE)
Exterior exit way 1023.1, 1024.1
Discharge barrier 1020.1
Tactile floor designation signs

in stairways 1020.1.6.2, 11338.4.3

2007 CALIFORNIA BUILDING CODE

Width, minimum 1009.1
STAIRWAY CONSTRUCTION

Aisle 1025.9
Alterations 3403.4
Alternating tread 1009.9
Circular (see Curved)
Curved 1009.7
Elevators. . 3002.7
Enclosure under 1009.5.3
Fire blocking 717.2.4
Handrails 1009.10
Headroom 1009.2
Illumination 1205:4
Landings 1009.4
Live load Table 1607.1
Projections 1009.11.7
Seismic anchorage 2308.12.7
Spiral 408.3.3, 1009.8
Treads and risers 1009.3
Width 1009.1
Winders 1009.3

STAIRWAY ENCLOSURE.. , 1020.1
Access 1020.1.7.2
Construction , 1020.1.2
Discharge 1024.1
Doors, automatic closing 715.4.7
Elevators within 3002.7
Fire-resistant construction 1020.1
Penetrations 1020.1.2
Space below, use 1009.5.3
Ventilation 1020.1.3

STANDBY POWER
Atriums 404.6
Covered mall building .402.13
Elevators 3003.1
Hazardous occupancy 414.5.4
High-rise 403.10
Stages .............................•.909.11
Underground buildings 405.9

STANDPIPE AND HOSE SYSTEMS
(see STANDPIPES, REQUIRED) 905
Dry 905.8
Hose connection location 905.1, 905.4-905.6
Cabinet locks 905.7.2

STANDPIPES, REQUIRED
Assembly 905.3.2, 905.5.1
Covered mall buildings 905.3.3
During construction 905.1 b
Stages 905.3.4
Underground buildings 405.11, 905.3.5
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STATE LAW 102.2
STEEL Chapter 22

Bolting 204.2
Cable structures 2207
Calculated fire resistance 721.5
Cold-formed 2202.1, 2204, 2210
Conditions of restraint 703.2.3
Deck/concrete composite slabs 2209.2
Identification and protection 2203
Inspection, concrete reinforcement 109.3.1
Joists 2202.1, 2206
Open web joist 2206
Parapet walls 1503.3
Piles 1809.3
Reinforcement, concrete 1907
Seismic provisions 2205.2
Storage racks. . 2208
Structural 2205
Welding 2204.1

STONE VENEER 1405.6
Slab-type 1405.7

STOP WORK ORDERS 114
STORAGE OCCUPANCY (GROUP S) 311, 11258

Area Chapter 5
Automobile parking garage 406
Floor loads Table 1607. 1
Hazard storage, Group 8-1, moderate 311.2
Hazard storage, Group 8-2, low 311.3
Height Chapter 5
High piled combustible 413
Interior finishes Table 803.5
Smoke and heat vents 910.2
Sprinkler system, automatic 903.2.9
Travel distance increase 1016.2

STORY (definition) 202, 11028
STORY, FIRST (definition) 202, 11028
STRENGTH

Design requirements 1604.2
Masonry 2102.1
Nominal 1602.1
Required 1602.1

STRENGTH DESiGN 1602.1,1604.1
Masonry 2101 .2.2, 2108

STRUCTURAL DESIGN Chapter 16
Aluminum Ohapter 20
Concrete Chapter 19
Foundations Chapter 18
Masonry Chapter 21
Steel Chapter 22
Wood Chapter 23

STRUCTURAL FRAME (definition) 202, 11028
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STRUCTURAL FRAME INSPECTION 109.3.4
STRUCTURAL TESTS AND SPECIAL

INSPECTIONS Chapter 17
Alternative test procedure 1711
Approvals 1703
Contractor responsibilities 1706
Design strengths of materials 1710
General .. , 1701
In-situ load tests 1713
Material and test standards 1715
Preconstruction load tests 1714
Special inspections 1704, 1707
Statement of special inspections 1705
Structural observations 1709
Structural testing 1708
Test safe load 1712

STRUCTURAL OBSERVATION 1702.1,1709
STRUCTURE (definition) 202
STRUCTURES, EXISTING Chapter 34

Accessibility 11348
Additions, alterations or repairs 3403
Change of occupancy 3406
Glass replacement 3405
Historic buildings 3407
Moved structures 3408
Unsafe 115

STUCCO , 2512
SUBTERRANEAN SPACES FOR

WINERY FACILITIES IN NATURAL
OR MANMADE CAVES 303.3, 436

SWIMMING POOL (Other Building
Components). . . . 11048.4.3, 11178.4, Chapter 318

SWIMMING POOL, GLASS 2406.3
SWIMMING POOL, ENCLOSURES Chapter 318

Residential 3109.4

T
TACTILE (definition) 202
TECHNICALLY INFEASIBLE (definition) 202
TELEPHONE EXCHANGES 304
TELEPHONES (Accessible) 11178.2
TELESCOPIC SEATING (see FOLDING AND

TELESCOPIC SEATING)
TEMPORARY (definition) 202
TEMPORARY STRUCTURES 3103

Certificate of occupancy 107.3
Conformance 107.2
Permit 107.1
Power, temporary 107.3
Structures. . . . . . . . . . . . . . . . . . . . . . . . . . . . . .31 03
Termination of approval. 107.4
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TENANT SEPARATION
Covered mall buildings 708.1

TENTS
Standby power 2702.2.8
Tents and membrane structures Chapter 31E

TERMITES, PROTECTION FROM 2304.11
TERRA COTTA 1405.8
TESTING

Building official required 104.11.1
Concrete 1905.6.2.4, 1905.6.5.2
Fire-resistant materials 703.2
Glazing 2406, 2408.2.1
Roof tile 1715.2
Seismic 1708
Smoke control, atrium buildings 909.3
Soils '" 1802
Sprinklers 904.4
Structural Chapter 17

TESTING AGENCY (definition) 202
TEXT TELEPHONE (definition) 202, 11028
THEATERS (see PROJECTION ROOMS and

STAGES AND PLATFORMS) 303
THERMAL BARRIER, FOAM PLASTIC

INSULATION 2603.4, 2603.5.2
THERMAL- AND SOUND-INSULATING

MATERIALS 719
Cellulose loose-fill insulation 719.6
Loose-fill insulation 719.4
Roof insulation 719.5

THRESHOLDS 11158.4.4.2
THROUGH·PENETRATIONS

Air ducts 716.6.1
Fire barriers 706.8
Fire rated walls 712.3.1
Fire-rated horizontal assemblies .712.4.1
Fire stop system 712.3.1.2, 712.4.1.2

TILE 2102.1
Ceramic (see CERAMIC TILE) fire resistance, clay
or shale 720.1

TOEBOARD (definition). '" 202, 1107A.20-T
TOILETS

Accessible 1134A, 1127A, 11158
Fixture count Table 2902.1
Grab bars 1127A.4, 11158.7.2, 1607.7.2
Location 2902.4,2902.5,2902.6
Rooms openings 1210.5
Unisex 1127A.7.2, 2902.1.1
Unisex and separate facilities 11158.1.2

TOWERS
Airport traffic control - .412.1
Airport traffic control tower accessibility 412.1.6
Construction 3108.3

2007 CALIFORNIA BUILDING CODE

Dead load 3108.4.1
Grounding 3108.5
Location and access .............•...... 3108.2
Radio 3108
Television 3108
Wind load 3108.4.2

TOWERS, COOLING 1509.4
TOWNHOUSE (definition) 202, 1107A.20-T
TOXIC MATERIALS

Classification 307.6
Gas detection system 908.3
Separation .415.7.3

TRANSIENT LODGING 11118.4
Definmon 20~ 11028

TRANSIT BOARDING
PLATFORM (definition) 202, 11028

TRANSPORTATION FACILITIES 11218
Airports 11218.4
8us stops and terminals 11218.2
Fixed facilities and stations 11218.3
General 1121 B.1

TRAVEL DISTANCE
Area of refuge. . 1007.6
Atrium 404.8
Balcony, exterior 1016.3
Common path of travel 1013.3
Factory-industrial occupancy, increase 1016.2
Mall 402
Mall tenant space .402.4.4
Measurement 1016.1
Storage occupancy, increase 1016.2

TREAD(definition) 202, 1107A.20-T; 11028
TREAD DEPTH (definition) . . 202, 1102A.20-T; 11028
TREAD RUN (definition) .... 202, 1102A.20-T; 11028
TREADS, STAIR (see STAIRWAY CONSTRUCTION)
TREATED WOOD 2302.1

Stress adjustments 2306.1.3
TRUSSES 2303.4

Fire resistance 714.2.3
Materials Chapter 6
Metal-plate-connected parallel wood. ' 2303.4.2

TUNNELED WALKWAY 3104
TURNSTILES 1008.3, 11108.1.5, 11338.1.3.4
TYPE OF MOTOR FUEL (definition) .. . 202, 1101C.1

U
UNDERGROUND BUILDINGS ; 405

Compartmentation . " .405.4
Construction type 405.2
Elevators 405.4.3
Emergency power loads 405.10
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Exits 405.8
Fire alarm systems ..............•....... 405.6
Public address 405.7
Smoke exhaust 405.5.2
Smoke proof enclosure 1020.1.7
Sprinkler system, automatic 405.3
Standby power 405.9.1, 2702.2.16
Standpipe system 405.11
Voice alarms 907.2.19

UNLIMITED AREA BUILDINGS 507
UNREASONABLE HARDSHIP (definition) 202
UNSAFE STRUCTURES AND EQUIPMENT (see

STRUCTURES, UNSAFE) 115
Appeals 112, Appendix 8
Restoration 115.5
Revocation of permit 105.6
Stop work orders 114.1
Utilities disconnection 111.3

UNSTABLE MATERIALS 307.3
UNUSABLE SPACE 711.3.3
USE AND OCCUPANCY , Chapter 3

Accessory 508.3.1
Incidental 508.2, Table 508.2
Mixed 508.3

UTILITIES 111
Service connection 111.1
Service disconnection 111.3
Temporary connection 111.2

UTILITY AND MISCELLANEOUS OCCUPANCY
(GROUP U) 312
Agricultural buildings Appendix C
Egress illumination 1011.2
Sprinkler system, automatic 903.2.10

V
VALUATION OR VALUE (see FEES, PERMIT) .. 108.3
VEHICLE BARRIERS 406.2.4,1602.1,1607.7.3
VEHICLE SHOW ROOMS 304
VEHICULAR OR PEDESTRIAN ARRIVAL POINTS

(definiuon) 202, 1107A.22-V
VEHICULAR WAY (definition) 202, 11028
VENDING MACHINES AND OTHER

EQUIPMENT 11268
VENEER

Glazing 1405.11
Cement plaster 1405.14
Fastening 1405.16
Fiber cement siding 1405.15
Masonry, adhered 1405.9
Masonry, anchored 1405.5
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Metal 1405.10
Plastic 2605
Slab-type 1405.7
Stone 1405.6
Terra cotta 1405.8
Vinyl. 1405.13
Wood 1405.4

VENTILATION (see MECHANICAL)
Attic 1203.2
8athrooms 1203.4.2.1
Crawl space 1203.3
Elevator hoist ways 3004
Enclosed parking garages. . 406.4.2
EXhaust, hazardous 1203.5
Exhaust, HPM 415.9.10.2
Exit enclosure 1020.7.1
Fabrication areas, HPM 415.9.2.6
Hazardous, storage and dispensing 414.3
High-rise 1020.1.7
HPM service corridors 415.9.4.3
Mechanical 1203.1
Natural 1203.4
Projection rooms 409.3
Repair garages 406.6.3
Smoke proof enclosures 909.20.3, 909.20.5
Stages 410.3.7
Under-floor ventilation 1203.3

VENTS, PENETRATION PROTECTION 712
VERMICULITE, FIRE RESISTANT 720
VERTICAL OPENING PROTECTION

Atriums 404.5
Duct penetrations 716.1
Elevators 707.14
Institutional 1-3 occupancy 408.5
Shaft enclosure 707
Value. . 3410.6.6.1

VESTIBULES, EXIT DISCHARGE 1024.1
VINYL

Expanded 802, 803.7
Rigid 1405.13

VIOLATIONS 113
VOICE ALARM (see also ALARMS, VOICE)

Amusement buildings, special 411 .6
Covered mall buildings .402.14
High-rise buildings 907.2.12
Underground buildings 907.2.19.1

W
WALK (definition) 202, 1102A.20-T, 11028
WALKS AND SIDEWALKS 11338.7
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WALKWAY, COVERED, ENCLOSED AND
TUNNELED WALLBEARING 3104
Fire resistance Table 601

Live load Table 1607.1
Materials per construction type Chapter 6
Opening protection 715

WALL, EXTERIOR 704
Bearing : Chapter 6
Coverings 1405
Fire-resistance ratings 704.5, 706, 1403.6
Flashing, veneered walls 1405.3
Foam plastic insulation 2603.4.1.4, 2603.5
Light-transmitting plastic panels 2607
Materials 704.4, 1406
Nonbearing Chapter 6
Opening protection 704
Projections 704.2
Structural stability 704.6
Veneer (see VENEER)
Weather resistance 1403.2, 1405.2
Weather resistant barriers 1405.2

WALL, FIRE (see FIRE WALLS)
WALL, FIRE RESISTANT, PENETRATIONS 712.3
WALL, FOUNDATION 1805.5

Dampproofing and waterproofing 1807

WALL, INTERIOR
Opening protection 715

WALL, INTERIOR NONBEARING (seePARTITIONS)
WALL, MASONRY 2102.1

Lateral stability 2109.2
Lateral support 2109.4, 2106
Shear 2109.2.1
Wood contact ~ 2304.11 .2.3, 2304.11 .2.5

WALL, PARAPET 704.11, 1503.3, 2109.5.4

WALL, PARTY (see FIRE WALLS)
WALL, RETAINING 1806,2304.11.7

WALL, VENEERED (see VENEER) Chapter 14
WALL, WOOD CONSTRUCTION

Bracing 2308.9.3
Cutting, notching, boring 2308.9.10
Exterior framing 2308.9
Fastening schedule 2304.9
Framing 2304.3, 2308.9
Interior bearing partition 2308.9.1
Interior nonbearing partition 2308.9.2.3
Openings 2308.9.5, 2308.9.6, 2308.9.7
Shear walls 2305.3, 2306.4
Sheathing (see SHEATHING)
Studs 2308.9.1
Top plates 2308.9.2.1

WATER FOUNTAINS (drinking) 11158.4.6, 11178.1

2007 CALIFORNIA BUILDING CODE
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WATER-REACTIVE MATERIALS Table 307.1 (1)

WEATHER, COLD
Concrete construction 1905.12
Masonry construction 2104.3

WEATHER, HOT
Concrete construction 1905.13
Masonry construction : 2104.4

WEATHER PROTECTION
Exterior walls 1405.2
Roofs 1503

WEEP HOLES " 2104.1.8
WELDING 2204.1

Materials, verification of
steel reinforcement. 1704.4.1

Special inspections 1704.3.1, 1707.2
Splices of reinforcement

in masonry 2107.6, 2108.3
WHEELCHAIR (definition) 202
WHEELCHAIR OCCUPANT (or WHEELCHAIR

USER) (definition) 202
WHEELCHAIR SPACE (definition) 202
WILDLAND-URBAN INTERFACE

FIRE AREA. Chapter 7A
WIND LOAD 1609

Basic wind speed 1609.3
Construction documents 1603.1 .4
Exposure category 1609.4
Glazing 2404G
Glass block 2110.3.1
Hurricane-prone regions 1609.2
Provisions for walls 2306.2
Roofs 1504.1, 1609.5, 2308.10.1
Seismic detailing 1604.10
Testing 1715.2.2
Wind-borne debris region 1609.2

WINDERS, STAIR (see STAIRWAY CONSTRUCTION)
WINERY CAVES 436

Fire alarm system 907.2.27
WINDOW

Emergency egress 1026
Exterior, structural testing .' 1714.5
Fire (see OPENING PROTECTIVES) 715.4.7,

715.4.8
Glass (see GLAZING) 1405.12
Required, light and ventilation ~ 1205.2
Wells 1026.5

WIRES, PENETRATION PROTECTION 712
WOOD Chapter 23

Allowable stress design 2306
Assemblies, calculated fire resistance 721.6
Bracing, walls 2308.9.3
Ceiling framing 2308.10
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Connections and fasteners 2304.9
Contacting concrete, masonry or earth 2304.11..4
Decay, protection against 2304.11
Diaphragms 2305.2, 2306.3
Draft stopping 717.3,717.4
End-jointed lumber 2303.1.1
Fiberboard 2303.1.5, 2306.4.4
Fire-retardant treated 2303.2
Fire blocking 717.2
Floor and roof framing (see FLOOR
CONSTRUCTION, WOOD) 2304.4
Floor sheathing 2304.7
Foundation 1805.4.6, 2308.3.3.1
Grade, lumber 2303.1.1
Hardboard 2303.1.6
Heavy timber construction 2304.1 0
Hurricane shutters 1609.1.2
I-joist 2303.1.2
Inspection, special 1704.6, 1707.3
Lateral force-resisting systems 2305
Light-frame construction, conventional 2308
Load and resistance factor design 2307
Moisture content 2303.1.8.2, 2303.2.5
Nails and staples 2303.6
Particleboard shear walls 2306.4.3
Plywood, hardwood 2303.3
Preservative treated 1403.6, 2303.1.8
Roof framing (see ROOF CONSTRUCTION,
WOOD) 2304.4
Roof sheathing 2304.7
Seismic provisions 2305, 2306, 2308.11, 2308.12
Shear walls 2305.3, 2306.4
Standards and quality, minimum 2303
Structural panels 2302.1, 2303.1.4
Supporting concrete or masonry 2304.12
Termite, protection against 2304.11
Trusses 2303.4
Veneer Chapter 14
Wall framing (see WALL,

WOOD CONSTRUCTION) 2304.3
Wall sheathing 2304.6
Wind provisions 2306.2

WOOD SHINGLES AND SHAKES 1507.8,1507.9
WOOD STRUCTURAL PANELS

(see WOOD) 2302.1, 2303.1.4
Diaphragms 2306.3.2
Shear walls 2306.4.1
Sheathing 2304.6.1

WORKSTATION
Definition 202, 11028
Work stations 11238.2
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YARDS OR COURTS 704.3, 1206
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HISTORY NOTE APPENDIX
CALIFORNIA BUILDING CODE

Title 24, Part 2, California Code of Regulations (CCR)

For prior history, see the History Note Appendix to the Cali­
fornia Building Code, 2001 Triennial Edition effective Novem­
ber 1, 2002.

1. (BSC 01106, BSC 06106, DSA-AC 01/06, DSA-AC 02/06,
DSA-SS 01106, DSA-SS 02/06, HCD 04/06, OSHPD
02/06, OSHPD 03/06, OSHPD 04/06, SFM 05/06)
Adoption by reference of the 2006 International Building
Code with necessary state amendments and repeal of the
1997 edition of the Uniform Building Code. Filed with the
Secretary of State on February 15, 2007 and effective on
January 1,2008.
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