


Standard on Carbon Dioxide Extinguishing Systems

Reference: Figures 4.3.2.3.4 and 4.3.2.3.5
TIA 05-1 (NFPA 12)
(SC 05-10-14/TlA Log 827)

Pursuant to Section 5 of the NFPA Regulations Governing Committee Projects, the National Fire Pro­
tection Association has issued the following Tentative Interim Amendment to NFPA 12, Standard on
Carbon Dioxide Extinguishing Systems, 2005 edition. The TIA was processed by the Gaseous Fire Extin­
guishing Systems Committee, and was issued by the Standards Council on October 27,2005, with an
effective date of November 18, 2005.

A Tentative Interim Amendment is tentative because it has not been processed through the entire
standards-making procedures. It is interim because it is effective only between editions of the stan­
dard. A TIA automatically becomes a proposal of the proponent for the next edition of the standard;
as such, it then is subject to aU of the procedures of the standards-making process

1. Change the word "Caution" in Figures 4.3.2.3.4 and 4.3.2.3.5 to ''Warning''



·Sequence ofEvents Leading to Publication
ofan NFPA Committee Document

Call goes out for proposals to amend existing document or for
recommendations on new document.

Committee meets to act on proposals, to develop its own pro­
posals, and to prepare its report.

~

Committee votes on proposals by letter ballot. H two-thirds ap­
prove, report goes forward. Lacking two-thirds

approval, report returns to committee.

~

Report - Repurl on Proposals (ROP) - is published for public
review and comment.

Committee meets to act on each public comment received.

~

Committee votes on comments by letter ballot. H two-thirds
approve. supplementary report goes forward.

Lacking tw~thirdsapproval, supplementary report returns to
committee.

~

Supplementaryreport - Reporl on Comments (ROC) - is pub­
lished for public review.

~

NFPA membership meets (Annual or Fall Meeting) and acts
on committee report (ROP or ROC).

~

Committee votes on any amendments to report approved at
NFPAAnnual or Fall Meeting.

~

Appeals to Standards Council on .Association action must be
filed ~thin 20 days of the NFPA Annual or Fall Meeting.

~

Standards Council decides, based on all evidence, whether
or not to issue standard or to take other action, including

upholding any appeals.

Committee Membership Classijicotions

The following classifications apply to Technical Commit­
tee members and represent their principal interest in the
activity of a committee.

M Manufacturer:A representative ofa maker or marketer of
a product, assembly, or system, or portion thereof, that
is affected by the standard.

U User: A representative of an entity that is subject to the
provisions of the standard or that voluntarily uses the
standard.

I/M Installer/Maintainer: A representative of an entity that is
in the business ofinstallingormaintaininga product, as­
sembly, or system affected by the standard.

L Lobur: A labor representative or employee concerned
with safety in the workplace.

RfT Applied Research/Testing LohuratlJry: A representative of
an independent testing laboratoxy or independent ap­
plied research organization that promulgates and/or
enforces standards.

E Enforcing Authority: A representative of an agency or
an organization that promulgates and/or enforces
standards.

I Insuraru:e: A representative of an insurance company,
broker, agent, bureau, or inspection agency.

C Consumer: A person who is, or represents, the ultimate
purchaser ofa product, system, or service affected by the
standard,butwhoisnotincludedin the Userc1assification.

SE 5peciolExpert: A person not representing any of the pre­
vious classifications, butwho has special expertise in the
scope of the standard or portion thereof.

NOTE 1: "'Standard- connotes code, standard, recommended
practice, or guide.

NOTE 2: A representative includes an employee.

NOTE 3: While these classifications will be used by the Stan­
dards Council to achieve a balance for Technical Committees,
the Standards Council may determine that new classifications
of members or unique interests need representation in order
to foster the best possible committee deliberations on any
project. In this connection, the Standards Council may make
such appointments as it deems appropriate in the public inter­
es1t, such as the classification of"Utilities" in the National Elec­
trical Code Committee.

NOTE 4: Represeniatives ofsubsidiaries ofany group are gen­
erally considered to have the same classification as the parent
organization.
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FORM FOR PROPOSALS ON NFPA TECHNICAL COMMITTEE DOCUMENTS

Mail to: Secretary, Standards Council
National Fire Protection Association, 1 Batterymarch Park, Quincy, Massachusetts 02269-9101
Fax No. 617-770-3500

Note: All proposals must be received by 5:00 p.m. ESTIEDST on the published proposal-closing date.

If you need further information on the standards-making process, please contact the
Standards Administration Department at 617-984-7249.

For technical assistance, please call NFPA at 617-770-3000

Please indicate in which format you wish to receive your ROP/ROC: 0 paper 0 electronic 0 download

(Note: In choosing the download option you intend to view the ROP/ROC from our website; no copy will be sent to you.)

Date _~9/_1....;;.;8/;..;;.9~3 Name _..;;...Jo~h~n--=B:....;... ....;;;..S:....;..m--=it:....;..h Tel. No. 617-555-1212

Company _

Street Address 9 Seattle St., Seattle, WA 02255

Please Indicate Organization Represented (if any) Fire Marshals Assn. of North America

1. a) NFPA Document Title National Fire Alarm Code NFPA No. & Year NFPA 72, 1993 ed.

b) SectionJParagraph 1-5.8.1 (Exception No.1)

2. Proposal Recommends: (Check one) 0 new text
o revised text
!Xl deleted text

FOR OFFICE USE ONLY

Log # _

Date Rec'd _

or posal: (Note: State the problem that will be resolved by your recommenda-
jnet\RijJlg"Copies of tests, research papers, fire experience, etc. If more than 200 words, it may be

4. Statement of Pro e~~..Q

tion; give the specific reaso
abstracted for publication.)

A properly installed an Ined system should be free of ground faults. The occurrence of one or more ground
faults should be required to cause a "trouble" signal because it indicates a condition that could contribute to future
malfunction of the system. Ground fault protection has been widely available on these systems for years and its cost is
negligible. Requiring it on all systems will promote better installations, maintenance and reliability.

Delete exception.

3. Proposal (include proposed new or revised wording, or identification of word·
text should be in legislative format: i.e., use underscore to denote wording to be inserted inserted wordin
be deleted (deleted 8ftHng).

5. !XI This Proposal is original material. (Note: Original material is considered to be the submitter's own idea based on or as a result of
his/her own experience, thqught, or research and, to the best of his/her knowledge, is not copied from another source.)

o This Proposal is not original material; its source (if known) is as follows: _

Note 1: Type or print legibly in black ink.
Note 2: If supplementary material (photographs, diagrams, reports, etc.) is included, you may be required to submit sufficient copies for all mem­
bers and alternates of the technical committee.

I hereby grant the NFPA all andfull rights in copyright, in this proposal, and I understand that I acquire no

rights in any publication ofNFPA in which this proposal in this or another similar or analogous form is used.

~ Signature (Required)

PLEASE USE SEPARATE FORM FOR EACH PROPOSAL 1/00



FORM FOR PROPOSALS ON NFPA TECHNICAL COMMITTEE DOCUMENTS

Mall to: Secretary, Standards Council
National Fire Protection Association, 1 Batterymarch Park, Quincy, Massachusetts 02269·9101.
Fax No. 617·770·3500

Note: All proposals must be received by 5:00 p.m. ESTIEDST on the published proposal-closing date.

Ifyou need further information on the standards-making process, please contact the
. Standards Administration Department at 617-984-7249.

For technical assistance, please call NFPA at 617-770·3000

Please indicate in which format you wish to receive your ROPIROC: D palPer D electronic D download
(Note: In choosing the download option you intend to view the ROPIROC from our website; no copy will be sent to you.)

Date Name -------Tel. No. _

Company --:- '"-- _

Street Address _

Please Indicate Organization Represented (if 3Oy) _

1. a) NFPA Document Title ,

b) SectionIParagraph _

2. Proposal Recommends: (Check one) 0 new text .
o revised text
o deleted text

NFPA No. & Year _

FOR OFFICE USE ONLY

Log # _

Date Rec'd _

3. Proposal (include proposed IIlew or revised wording, or identification of wording to be deleted): (Note: Proposed
text should be in legislative fonnat: i.e., use underscore to denote wording to be inserted~~ and strike-through to denote wording to
be deleted (lieletell h 8flliB!).

4. Statement of Problem and Substantiation for Proposal: (Note: State the problem that will be resolved by your recommenda­
tion; give the specific reason for your proposal including copies of tests, research papers, fire experience, etc. If more than 200 words, it may be
abstracted for publication.)

5. 0 This Proposal is original material. (Note: Original material is considered to be the submitter's own idea based on or as a result of
hislher own experience, thought, or research and, to the best of hislher knowledge, is not copied from another source.)

o This Proposal is not original material; its source (if known) is as follows: _

Note 1: Type or print legibly in black ink.
Note 2: If supplementary material (photographs, diagrams, reports, etc.) is included, you may be required to submit sufficient copies for all mem­
bers and alternates of the technical committee.

I hereby grant the NFPA all andfull rights in copyright, in this proposal, and I understand that I acquire no

rights in any publication ofNFPA in which this proposal in this or another similar or analogous form is used.

Signature (Required)

PLEASE USE SEPARATE FORM FOR EACH PROPOSAL 1/00



ITMlP'OR1fANT NOTJIC!ES AND lIJ[SCJLAJIMERS CONCER.NiNG NFPA DOCUMENTS
(Continued from inside front cover)

ADDTITTIONAIL NOTRCES AND DIISClLATIMJEIRS

1Uprlla1nll1lg o[ NJFIPA lI))oclUImell1l1s
Users of NFPA codes, standards, recommended practices, and guides should be aware that these documents may be su­

perseded at any time by the issuance of new editions or may be amended from time to time through the issuance of Tenta­
tive Interim Amendments. An official NFPA document at any point in time consists of the current edition of the document
together with any Tentative Interim Amendments and any Errata then in effect. In order to determine whether a given doc­
ument is the current edition and whether it has been amended through the issuance of Tentative Interim Amendments or
corrected through the issuance of Errata, consult appropriate NFPA publications such as the National Fire Codes Subscrip­
tion Service, visit the NFPA website at www.nfpa.org, or contact the NFPA at the address listed below.

TIIrll1ell"]pnrda1nmus 011' NlFIPA lI))ocunmeIrllts
A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing Com­

mittee Projects shall not be considered the official position of NFPA or any of its Committees and shall not be consid­
ered to be, nor be relied upon as, a Formal Interpretation.

JPlateIrll1s
The NFPA does not take any position with respect to the validity of any patent rights asserted in connection with any

items which are mentioned in or are the subject of NFPA codes, standards, recommended practices, and guides, and the
NFPA disclaims liability for the infringement of any patent resulting from the use of or reliance on these d"ocuments.
Users of these documents are expressly advised that determination of the validity of any such patent rights, and the risk
of infringement of such rights, is entirely their own responsibility.
NFPA adheres to applicable policies of the American National Standards Institute with respect to patents. For further
infonnation, contact the NFPA at the address listed below.

!Laws & lRegunlla1nmns
Users of these documents should consult applicable federal, state, and local laws and regulations. NFPA does not, by

the publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compli­
ance with applicable laws, and these documents may not be construed as doing so.

COJPlyll"ngllnts
This document is copyrighted by the NFPA. It is made available for a wide variety of both public and private uses.

These include both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and
the promotion of safe practices and methods. By making this document available for use and adoption by public au­
thorities and private users, the NFPA does not waive any rights in copyright to this document.

Use of NFPA documents for regulatory purposes should be accomplished through adoption by reference. The term
"adoption by reference" means the citing of title, edition and publishing information only. Any deletions, additions,
and changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist
NFPA in following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention:
Secretary, Standards Council) in writing of such use. For technical assistance and questions concerning adoption of
NFPA documents, contact NFPA at the address below.

]FOil" lFnnll"11lneil" JIIrll[oll"maanmn
All questions or other communications relating to NFPA codes, standards, recommended practices, and guides and

all requests for information on NFPA procedures governing its codes and standards development process, including in­
formation on the procedures for requesting Formal Interpretations, for proposing Tentative Interim Amendments, and
for proposing revisions to NFPA documents during regular revision cycles, should be sent to NFPA headquarters, ad­
dressed to the attention of the Secretary, Standards Council, NFPA, 1 Batterymarch Park, P.O. Box 9101, Quincy, MA
02269-9101.

For more information about NFPA, visit the NFPA website at www.nfpa.org.
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Compressed Gases and Cryogenic Fluids in Portable and Stationary Containers, Cylinders, and Tanks,
2005 edition.
STATUTORY AUTHORITY: 25 MRSA §2452
RULE TITLE OR SUBJECT: Ch. 12, Hydrogen Systems
PROPOSED RULE NUMBER: 2007-P127
CONCISE SUMMARY: This rule repeals Chapter 12, Standard for Hydrogen Systems. Standards for
hydrogen systems are now included in National Fire Protection Association Standard #55, Standard for
the Storage, Use, and Handling of Compressed Gasses and Cryogenic Fluids in Portable and Stationary
Containers, Cylinders, and Tanks, 2005 edition, which is now being incorporated by reference in State
Fire Marshal’s Rules, Chapter 11, Bulk Oxygen Systems and Hydrogen Systems
STATUTORY AUTHORITY: 25 MRSA §2452
RULE TITLE OR SUBJECT: Ch. 14, National Fuel Gas Code
PROPOSED RULE NUMBER: 2007-P128
CONCISE SUMMARY: Chapter 14 is a safety code for the installation of fuel gas piping systems,
appliances, equipment, and related accessories. This rule incorporates by reference to the National Fire
Protection Association Standard # 54, National Fuel Gas Code, 2006 edition.
STATUTORY AUTHORITY: 25 MRSA §2452
RULE TITLE OR SUBJECT: Ch. 15, Fire Protection Rules for Medical Facilities and Equipment
PROPOSED RULE NUMBER: 2007-P129
CONCISE SUMMARY: Chapter 15 establishes criteria to minimize the hazards of fire, explosion, and
electricity and sets standards for the operation and performance of standby power systems and
hypobaric facilities in medical health facilities. This rule is an agency incorporation by reference to
National Fire Protection Association standards associated with medical facilities. It is proposed by this
agency to update the incorporated references to the latest editions. The NFPA standards are:
NFPA # 99, Standard for Health Care Facilities, 2005 edition
NFPA # 99B, Standard for Hyporbaric Facilities, 2005 edition
NFPA # 110, Standard for Emergency and Standby Power Systems, 2005 edition
STATUTORY AUTHORITY: 25 MRSA §2452
RULE TITLE OR SUBJECT: Ch. 17, National Fire Alarm Code
PROPOSED RULE NUMBER: 2007-P130
CONCISE SUMMARY: Chapter 17 covers the application, installation, location, performance,
inspection, testing, and maintenance of fire alarm systems, fire equipment and emergency warning
equipment, and their components. This rule incorporates by reference the National Fire Protection
Association Standard # 72, National Fire Alarm Code, 2007 edition.
STATUTORY AUTHORITY: 25 MRSA §2452
RULE TITLE OR SUBJECT: Ch. 20, Code for Safety to Life from Fire in Buildings and Structures
PROPOSED RULE NUMBER: 2007-P131
CONCISE SUMMARY: Chapter 20 addresses the construction, protection, and occupancy features
necessary to minimize danger to life from the effects of fire, including smoke, heat, and toxic gases
created during a fire. This rule incorporates by reference the following National Fire Protection
Association Codes and Standards:
NFPA 80, Standard for Fire Doors and other Opening Protectives, 2007 edition
NFPA 101, Life Safety Code, 2006 edition
NFPA 220, Standard on Types of Building Construction, 2006 edition
STATUTORY AUTHORITY: 25 MRSA §2452; 8 MRSA §236; 5 8052 §(5-A)
RULE TITLE OR SUBJECT: Ch. 22, Chimneys, Fireplaces, Vents and Solid Fuel Burning Appliances
PROPOSED RULE NUMBER: 2007-P132
CONCISE SUMMARY: Chapter 22 contains provisions for chimneys, fireplaces, venting systems, and
solid-fuel burning appliances, including their installation.



This rule is an agency incorporation by reference of National Fire Protection Association Standard #
211, Standard for Chimneys, Fireplaces, Vents and Solid Fuel-Burning Appliances, 2006 edition.
STATUTORY AUTHORITY: 25 MRSA §§ 2452, 2465
RULE TITLE OR SUBJECT: Ch. 26, Standard for the Use of Pyrotechnics Before a Proximate
Audience
PROPOSED RULE NUMBER: 2007-P133
CONCISE SUMMARY: Chapter 26 provides requirements for the protection of property, operators,
performers, and others where pyrotechnic or flame effects are being used indoors or outdoors before a
proximate audience. This rule incorporates by reference the following National Fire Protection
Association standards:
NFPA 1126, Standard for the Use of Pyrotechnics Before a Proximate Audience, 2006 edition
NFPA 160, Standard for the Use of Flame Effects Before an Audience, 2006 edition
STATUTORY AUTHORITY: 8 MRSA §236; 25 MRSA §2452
RULE TITLE OR SUBJECT: Ch. 28, Rules for the Operations, Maintenance, and Inspection of
Amusement Park Rides, Devices and Midways
PROPOSED RULE NUMBER: 2007-P134
CONCISE SUMMARY: Chapter 28 provides guidelines and information that bridge the manufacturers
specifications for the safe operation of amusement park rides, devices, and midways in line with the
continued use of such operations. This rule incorporates the following American Society for Testing
and Materials (ASTM) standards:
ASTM # F 698-94, Standard Specification for Physical Information to be Provided for Amusement
Rides and Devices, 2000 edition
ASTM # F 770-93, Standard Practice for Operation Procedures for Amusement Rides and Devices,
2000 edition
ASTM # F 747-97, Standard Terminology Relating to Amusement Rides and Devices, 1997 edition
ASTM # F 846-92, Standard Guide for Testing Performance of Amusement Rides and Devices, 2003
edition
ASTM # F 853-05, Standard Practice for Maintenance Procedures for Amusement Rides and Devices,
2005 edition
ASTM # 1159-03a, Standard Practice for Design and Manufacture of Patron Directed, Artificial
Climbing Walls, Dry Slide, Coin Operated and Purposeful Water Immersion Amusement Rides and
Devices and Air Supported Structures, 2003 edition
ASTM # 1193-04b, Standard for Amusement Ride and Device Manufacturer Quality Assurance
Program and Manufacturing Requirements, 2004 edition
ASTM # 1305-94, Standard Guide for Classification of Amusement Ride and Device Related to
Injuries and Illnesses, 2002 edition
ASTM # 1950-99, Standard Specification for Physical Information to be Transferred With Used
Amusement Rides and Devices, 2002 edition
ASTM # 2007-00, Standard Practice for the Classification, Design, Manufacture, and Operation of
Concession Go-Karts and Facilities, 2000 edition
STATUTORY AUTHORITY: 8 MRSA §502
RULE TITLE OR SUBJECT: Ch. 31, Rules for the Manufacture, Transportation, Storage and Use of
Explosive Materials
PROPOSED RULE NUMBER: 2007-P135
CONCISE SUMMARY: Chapter 31 is intended to provide reasonable safety in the manufacture,
storage, transportation, and use of explosive materials. This rule is an agency incorporation by
reference of the National Fire Protection Association Code # 495, Explosive Materials Code, 2006
edition.
STATUTORY AUTHORITY: 25 MRSA §2472



RULE TITLE OR SUBJECT: Ch. 32, Standard for the Fire Protection of Storage
PROPOSED RULE NUMBER: 2007-P136
CONCISE SUMMARY: This repeals Chapter 32, an agency incorporation by reference of National
Fire Protection Association Standard # 230, Standard for the Fire Protection of Storage. The provisions
of National Fire Protection Association Standard # 230 have now been incorporated into the National
Fire Protection Association code # 1, Uniform Fire Code, 2006 edition and incorporated by reference
into the State Fire Marshal’s rule Chapter 3, Fire Prevention Code.
STATUTORY AUTHORITY: 25 MRSA §§ 2452, 2465, 2472, 2482; 8 MRSA §236 and 32 MRSA
§1382
RULE TITLE OR SUBJECT: Ch. 34, Rules and Regulations for Flammable and Combustible Liquids
PROPOSED RULE NUMBER: 2007-P137
CONCISE SUMMARY: Chapter 34 establishes minimum standards for the safe storage, possession,
handling, dispensing and transportation of flammable and combustible liquids. This rule is an agency
incorporation of the National Fire Protection Association (NFPA) Code 30B, Code for the Manufacture
and Storage of Aerosol Products, 2007 edition; and, NFPA standard 385, Standard for Tank Vehicles
for Flammable and Combustible Liquids, 2007 edition.
STATUTORY AUTHORITY: 25 MRSA §2482
THESE RULES WILL NOT HAVE A FISCAL IMPACT ON MUNICIPALITIES.
PUBLIC HEARING: 1:00 p.m., July 2, 2007 at the Department of Public Safety, 45 Commerce Dr.,
Augusta, Maine 04330 in Florian Hall
DEADLINE FOR COMMENTS: August 2, 2007
AGENCY CONTACT PERSON: Richard E. Taylor, Planning and Research, Office of State Fire
Marshal, 52 State House Station, Augusta, ME 04333-0052
TELEPHONE: (207) 626-3873


